NOTES:

1. INSULATE ALL PIPING AND VALVES THAT ARE EXPOSED DURING CONSTRUCTION.

2. FIELD VERIFY THAT ALL PLUMBING WORK IS SECURED AND RIGID TO BLOCKING SUBSTRATE.

@ APPLY CONSTRUCTION
PANEL TO SUBSTRATE

O

&

SEALANT
AFTER INSTALLING STAINLESS STEEL

BRUSHED 18 GAUGE
304 STAINLESS STEEL
ACCESS PANEL

3. SKETCH SHOWS SUPPLY LINE AT THE UNDERSIDE OF THE SHOWER CONTROL MIXING VALVE.
SUPPLY LINES ALSO ARE LOCATED ABOVE AND TO THE SIDE OF THE MIXING VALVES AT OTHER
SHOWERS. CONTRACTOR SHALL FIELD VERIFY SUPPLY LINE LOCATIONS AND LOCATE THE
T-STOP VALVE ACCORDINGLY, PRIOR TO BEGINNING CONSTRUCTION AT EACH SHOWER.
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